
1. SECTION VIEW

T = Per Structural Engineer

2A. RAIL & CHANNEL INSTALLATION WITH POLYCLIP OR BEDDING SLURRY

REFER TO POLYDRAIN INSTALLATION GUIDE FOR MORE INFORMATION

STAINLESS FRAME INSTALLATION

REFER TO POLYDRAIN INSTALLATION GUIDE 

FOR CHANNEL INSTALLATION INSTRUCTIONS

Anchor Slab if U-Legs

used with PolyClips

Finished Grade

Elevation

T

TYP.

1

6 7/8"

1 1/4"

Clamp Rails to Channels with Toggle

and Spacer Bracket as shown

Stainless Rail End Cap



2B. RAIL & CHANNEL INSTALLATION BY SUSPENSION METHOD

3. GRATE PLACEMENT

2

1/8" Shim

(Both Sides)

Toggle

Ø5/16-18 Threaded Rod

Ø1/2" Hole Req'd in 2 X 4

2" X 4"

Board

Rotate Toggle to Clear Channel

During Grate Placement

Tighten Screw. See Torque

Spec at www.abtdrains.com

Remove all Debris

from Seat Surface


