MONOLITHIC POUR NOTE:
DO NOT USE TRENCH OR UNIT AS AN EXPANSION JOINT

S.S. DEBRIS SCREEN
S.S. FILTER PACK HOLDER AND FILTER PACKS FOR HYDROCARBON FILTRATION

T = STRUCTURAL ENGINEER’S SPECIFICATION, OR FLOOR SLAB THICKNESS, OR 4” MIN. (WHICHER IS GREATER)

24” [610 mm]

2 1/2” [64 mm]
OVERFLOW

12” TO 15” DIA. (BY OTHERS)
OUTLET PIPE

8 3/8” [213 mm]
1st BYPASS

20” [508 mm]
UNIT DEPTH

46 1/2” [1181 mm]
DEBRIS CHAMBER

29 1/2” [749 mm]
DUAL FILTER CHAMBERS

2 1/2” [64 mm]
OVERFLOW

11.85 CU. FT. [0.335 meters³]
DEBRIS VOLUME:

2 1/2” [64 mm]
OVERFLOW

2 1/2” [64 mm]
OVERFLOW

24” [610 mm]

2 1/2” [64 mm]
OVERFLOW